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VA FORM 08—-6231. OCT 1978

Updated 07:10:2000 EXISTING PANELBOARD NEW / REPLACEMENT PANELBOARD
BRANCH CIRCUIT BREAKERS REPLACE- TOTAL BRANCH CIRCUIT BREAKERS
PANEL PANEL PANEL PANEL SURFACE BACKBOX SIZE PANEL EXISTING BUS MAIN 1 POLE 2POLE 3 POLE MENT UPDATED BuUs MAIN CIRCUIT 1 POLE 2POLE 3POLE

DESIGNATION LOCATION VOLTAGE FEEDER OR FLUSH H"x W' x D" MANUFACTURER CATEGORY AMPS |CKT.BKR.| 15 | 20 | 25 | 30 | 50 | 15|20 | 25 | 30 {3540 | 50 | 15| 20 | 25 (30| 35|40 | 50| 70 | 100] 200 CODE CATEGORY AMPS |CKT.BKR.| CAPACITY | 15| 20 | 30 | 40 | 15 | 20 | 30 | 40 | 60 | 15| 20 | 30 | 50 | 70 | 100 150
LPGN-O 13r¢ Floor, Rm 106 120208, 3 4% 1#1/0 S 26 fox 24 % 6 TRUMBULL Emergency 100 - 15 1 EBB Life Safety 100 70 18 17 1 1
LPGC-A Grd Floor, Rm 106 120,208, 3P 4Wy 1 #4/0 8 53 ".x 24 x 6 TRUMBULL Nomal 100 100 25 1 EBB Nomal 225 150 66 30 2
LPGC-B 3rd Floor, Rm 108 120:208, 32 4w 1 #4/0 S 53 .x 24 x 6 TRUMBULL Nomal 100 100 28 2 1 £BB Nomal 225 150 66 30 2 1
LPGC-C Grd Floor, R 108 120208, 32 4W 142 S 28 x 14x 8 Sq. D Nomal 100 100 I 3 1 ETR Normal 100 100 20
LPGN-N 3¢ Floor, Corridor 1207208 3P 4W 1#2 F 31 77.%x 20 x 6 GE. Life Safety 100 - ETR Life Safkety 100 - 18
PLGN 3¢ Floor, Corridor 1201:208, 37 4w 1#2 F 37 .x 20 6 GE. Critical 100 100 ETR Critical 100 100 30
peP Gro Floor, Rm 143 120:208, 39 4W | 3-300 MCM S - G.E. Nomal 800 - ETR Nomai 800 -
EDPA Grd Floor, Am 143 120:208, 3P 4w 1 #2 S - S4. D Emergency 100 - ETR Life Safety 100 -
EDPE Grd Floor, Rmi143 120/208, 37 4W 1#2 S 33 yx 32x 9%, TRUMBULL Emergency 250 - 2 1 1 1 1 EBB Life Safety 250 - 30 5 1 1
KDP Gré Floor, Rmi 143 120:208, 3P4 | 2-500 MCM S - G.E. Nomal 800 - ETR Nomal 800 -
DPE Grd Floor, Rm 145 120:208, 3-300 MCM S - G.E. Emergency 800 - ETR Emergency 800 -
EDP Grd Floor, Rm 145 120:208 1 #4/0 S - G.E. Emergency 225 - ETR Life Safety 225 -
EDP1 Grd Floor, Rm 145 120:208 2-350 MCM S - G.E. Emergency 800 800 ETR Critical 8600 800
EDP2 Grd Floor, Rm 145 120208 2-350 MCM S - - - - - NEW Ess. Equip. 600 - 42
Panel P2 (AQV) Grd Floor, Rm 145 120208 . 1-500 MCM S - Sq.D Emergency 400 - ETR Life Safety 400 -
KP Grd Floor, Tel. Rm 120:208 1#1/0 S - G.E. Emergency 225 - ETR Life Safety 225 - 42
PPGN-A Grd Floor, Rm 145 1200208, 3P 4W 1 #4/0 S 56 Yiox 24 x 6 TRUMBULL Nomal 200 - 8 1 3 1 5 2 EBB Nomal 225 200 66 8 4 51 2
PPGN-B (3rd Floor, Rm 145 120208, 3P 4W 1 #4/0 S 56 'ox 24 x 6 TRUMBULL Nomal 400 - 4 1 1 4 1 2 1 EBB Nomal 225 200 86 8 1 1 5 1 2 1
PPGN-C {Panel C} Grd Floor, Rm 145 1206208, 32 4W 1#3/0 g 30 %, x 12 x 37y Sq. D Nomal 200 200 11 11 1 1 1 ETR Nomal 200 200 30
PPGN-B1 Grd Floor, Rm 145 120:208, 37 4W S 18x 14x 3 m,_& Sq.D Nomal 100 - 5 ETR Nomal 100 - 16
LPGA-A 3rg Floor, Rm 181179 120:208, 32 4w 8 53 /,x 24 x 6 TRUMBULL Nomal 200 200 30| 4 1 EBB Nomnal 225 200 66 35 1
LPGA-B 3rd Floor, Rm181/17¢ 120/208, 3P 4W S 53 '.x 24 x 6 TRUMBULL Nermal 100 100 24 | 1 1 EBB Nomal 100 100 66 35 1
LPGB Grd Floor, Rm 124 1200208, 3P 4\ 1 #4/0 F 56 "fox 24 x B TRUMBULL Nomal 200 200 39 1 EBB Nomal 225 200 66 42 1
LPGF 3rd Floor 1201208, 3P 4W 1#4 TRUMBULL Normal 100 70 EBB Nomal 100 70 30
PPGM-A Grd Floor, Rm 128 120:208 3P 4% | 1-300 MCM S 74 'ox 24 x 6 TRUMBULL Nomal 400 - 2 1 11 1 1 3 2 1 1 EBB Nomal 400 - 66 2|14 1 2 4 1
PPGM-B Grd Floor, Bm 128 1200208, 3P 4W | 1-500 MCM S 74 /2% 24 x 6 TRUMBULL Nomal 400 - 18 | 3 1 1 1 1 1 4 1 EBB Nomal 400 - 86 221 4 1 2 2 4 1
PPGL Grd Floor, Rm 180 120:208, 32 4w 1430 F 56 ox 24 x 6 TRUMBULL Nomal 200 - 1110 2 2 1 1 1 1 1 1 EBB Nomal 225 - 66 2 1156 2 1 2 1 1 1
LPGE Grd Floor, Rm 128 277480, 3P AW 1 #4/0 S - CUTLER HAMWVER Nomal 225 200 ETR Normal 225 200 42
PNL A - STAGE Grd Floor, Bio-Med 120:208, 3P 4W 1-350 MCM F - ITE Nomal 225 - ETR Nomal 225 -
PPGK Grd Floor, Rm 110 120:208, 37 4W 1#3/0 F 357,x24x 6 TRUMBULL Normal 100 - 3 7 1 EBB Nomai 225 - 30 4 110 1 1
LPIN-O 1stFloor, Rm 1004 1201208, 3P 4W 1#1/0 S 23",x 24X 6 TRUMBULL Emergency 60 - 10 EBB Life Safety 100 70 18 12
LP1N-N 1stFloor, Corridor 1201208, 32 4W 142 F 31 % 20x 5 G.E. Life Safety 100 - ETR Life Safety 100 - 18
PLIN 1st Floor, Corridor 120/208, 3P 4W 1#2 F 37 Yx 20x 6 GE. Critical 100 100 ETR Critical 100 100 30
LP1A st Floor, Rm 11434 J-80X S - - Nomal - - ETR Nomal - - -
LP1C 1stFloor, Rm 1004 1201208, 3P 4W 1 #4i0 s 38%,x 24 x 6 TRUMBULL Nomal 100 100 18| 2 EBB Normal 225 150 42 201 2
E1RP-1D 1stFloor, Rm 1004 120/208, 3P 4W S 30x20x 6 Sq.D Nomal 100 - ETR Nomal 100 - 24
LP1D tstFloor, Rm 1065 LBOX S 53 ',x 24 x 6 TRUMBULL - - - CVR - - - -
LP1B 1stFloor, Rm 1065 1201208, 3P 4w 1 #4/0 S 56 'i,x 24 x 6 TRUMBULL Nomal 200 200 31227 1 1 1 1 EBB Nomal 225 200 86 4 130 4 1 1
EQ1D 1stFloor, Rm 1055 120/208, 3P 4W 182 8 - - - - - NEW Ess. Equip. 225 - 42
1134 - Sect.1 1st Floor, Rm 1134 120/208, 3P 4W 1 #4/0 - CUTLER HAMMER Nomal 400 350 ETR Nomal 400 350 42
1134 - Sect .2 tstFloor, Am 1134 1200208, 3P 4W 1 #4/0 - CUTLER HAMMER Nomal 400 - ETR Nomal 400 - 42
E1RP-1C 1stFloor, Rm1143A 120/208, 3P 4W CUTLER HAMWER Emergency ETR
RP1C-1 IstFloor, Rm 1143A 1207208, 3P 4W 1-500 MCM - CUTLER HAMMER Nomnal 400 350 ETR Nomnal 400 350 42
RP1C-2 1st Floor, Rm 1143A 120:208, 37 4W 1-500 MCM - CUTLER HAMMER Nomal 400 - ETR Nomal 400 - 42
RP1D-1 1stFloor, Rm 1077 120/208, 3P 4W 1-500 MCM CUTLER HAMMER Nomal 400 350 ETR Nomal 400 350 42
RP1D-2 st Flopr, Rm 1077 120/208, 3P 4W 1-500 MCM CUTLER HAMKMER Nomal 400 - ETR Nomal 400 - 42
E2RP-1D 1stFloor, Rm 1077 1207208, 3P 4W 1#2 - G.E. Emergency ETR Life Safety
KPD IstFloor, Kitcthen 120:208, 3P 4W 1430 F - GE. Nomal 225 - ETR Nomal 225 - 42
KPA 1stFloor, Kithen 120208, 3P 4w 1#3/0 F - G.E. Nomal 225 - ETR Nomal 225 - 42
KLP 1stFloor, Kitthen 120:208, 3P 4W 1 #1/0 F - GE. Nomal 225 - ETR Nomal 225 - 42
KP 1stFloor, Kikhen 120,208, 3P 4W 1#1/0 F - G.E. Emergency 225 150 ETR Ess. Equip. 225 150 42
PP 1stFloor, Kitchen 120:208, 3P 4W 1 #10 F - GE. Nomal ETR Nomnal 225 -
LP2A-A 2nd Floor, Rm 2087 1207208, 3P 4W 1 #4/0 S 41 ox 24 x 6 TRUMBULL Nomal 100 100 230 1 EBB Nomal 225 150 42 25
LP2A-B 2rd Floor, Rm 2087 120/208, 37 4W 1 #4/0 S 41 Y,x 24 x 6 TRUMBULL Nomal 100 100 1419 |1 EBB Nomal 225 150 42 15 | 15
XRAY-A 2rd Floor, Rm 2005 1204208, 3P 4W s 44 x 31 ox 9 'Yy WESTINGHOUSE Nomal 400 - ETR Nomal 400 - 18
XRAY-B 2rd Floor, Rm2174 120208, 3P4W | 2-350 MCM S 84 '/2x 30 Y, x 97y | WESTINGHOUSE Nomal 800 - ETR Nomal 800 .
LP2N-O 2rd Floor, Rm2005 1201208, 3P 4W 1#1/0 S 23%:x24x 6 TRUMBULL Emergency 60 - 6 EBB Life Safety 100 70 18 10
LP2N-N 2nd Floor, Corridor 1201208 3P 4W 1#2 F 31",x20x 5 G.E. Life Safety 100 - ETR Life Safety 100 - 18
PL2N 2nd Floor, Corridor 120:208, 3P 4W 1#2 F 37 .W.me 20x 8 G.E. Critical 100 100 ETR Critical 100 100 30
LP2C 2rd Floor, Rm 2005 120/208, 3P 4W 1 #4/0 ] 35%iax 24 x 6 TRUMBULL Nomai 100 100 15 1 - EBB Nomal 225 150 30 20 1
LP2C-A 2rd Floor, Rm2005 1201208, 3P 4W 1#2 S 28x 14x B Sg.D Nomal 100 100 17 ETR Nomal 100 100 20
Echo Lab 2nd Floor, Echo Lab 120/208, 3P 4W S - S9.D Nomal 100 100 ETR Nomal 100 100 30
PANELC 2nd Floor, Rm2115 1207208, 30 4W 1 #2/0 - Siemens Normal 100 100 ETR Nomal 100 100
PP2K 2nd Floor 120:208, 3P 4w 1#2/0 - ITE Nomal 225 225 ETR Nomali 225 225
PP2F - Sect.1 2rd Floor, Nuclear Wed. 120/208, 3P 4W S - CUTLER HAMMER Nomal 225 175 ETR Nomal 225 175 42
PP2F - Sect.2 2nd Floor, Nuclear Med, 1207208, 3P &4W S - CUTLER HA ] Nomal 225 - ETR Nomnal 225 - 42
Panel A 2rd Floor, Sio-Med 1207208, 3P AW 1-350 MCM F - TE Normal 225 - ETR Nomal 225 - 42
Panel A 2nd Floor, Rm2174 277480, 3R 4w | 3-350 MCM S 56 iox 30 Yy x 9 s WESTINGHOUSE Nomal 1000 - ETR Normal 1000 -
RP2G 2nd Floor, Rm 2048 120/208, 3P 4W 1#1/0 S - G.E. Nomal 100 100 ETR Neomal 100 100 42
RP2H 2nd Floor, Rm 2048 120:208, 3P 4W 1#1/0 S - G.E. Nomal 100 100 ETR Nomal 100 100 42
RP2J 2nd Floor, Rm2043 120:208, 3P 4w 1#1/0 S - GE. Nomal 100 100 ETR Nomal 100 100 42
RP2K 2nd Floor, Rm 2086 1201208, 3P 4W 1 #1/0 S - GE. Nomal 100 100 ETR Nomal 100 100 42
LP2B 2nd Floor, Rm 2043 120/208 3P4W | 1-500 MCM S 54x 24x 6 TRUMBULL Nomal 200 200 33 1 1 EBB Nomal 225 225 86 35 1
LP2D 2rd Floor, Rm 2043 120/208 3P 4W 1 #4/0 S 57x24x 6 TRUMBULL Nomal 200 200 39 2 EBB Nomal 225 225 86 42
LP2E Znd Floor, Am 2043 $-B0X 1 #4/0 S 42x 24 x 6 TRUMBULL Nomal - - EBB Normal 225 - 42
A2 2né Floor, Rm 2043 120/208, 3P 4w 1 #4/0 3 32'/,x 14 %6 Sq.D Nomal 100 100 9 1 1 REM Normal - - -
LP2L 2rd Floor, Rm2079 120/208, 3P 4W 1#6 - Siemens Nomal 100 50 ETR Nomal 100 50
PP2K 2nd Floor, Rm2079 120/208, 3P 4W 1#2/0 - Siemens Normal 100 100 ETR Nomal 100 100
Panel C 2nd Floor, Rm 2079 120/208, 32 4W s - PENN Nomal - - REM Nomal - - -
PP2KB 2nd Floor, Rm 2081 1201208, 3P 4W - ETR Nermal i
Cash Reg 2nd Floor, Rm 2081 120/208 3P 4W 8 - PushMatic Normal 100 60 8 REP Nomal 100 60 12 8 )
PL2N1 2rd Floor, Rm 2049 120/208 3P 4W 1#4 s - - - - - NEW Critical 225 - 42
PL2N2 2né Floor 1207208, 3P 4W 1#4 S - - - - - NEW Critical 225 - 42
EQ2A 2rd Floor, Rm 2049 120/208 37 4W 182 5 - - - - - NEW Ess. Equip. 225 - 42
EQ2N 2rd Fl Rm 2079, Canken 120:208, 37 4W 1#4/0 S - - - - - NEW Ess. Equip. 225 - 42

REPLACEMENT CODE LEGEND AND NQTES:

1. REPLACEMENT CODES: ETR = EXISTING PANEL TO REMAIN (NO WORK). EBB = REPLACE PANEL INTERIOR ASSEMBLY. KEEPING EXISTING BACK BOX: REP = REPLACE EXISTING PANEL INTERIOR AND BACKBOX:

REPLACEMENT CODES: NEW = PROVIDE ALL NEW PANEL INCLUDING NEW BACKBOX. REM = REMOVE PANEL AND ALL ASSOCIATED WIRING: CVR = PROVIDE NEW COVER FOR EXISTING PANEL.

2. ALL NEW PANELS TO HAVE NEMA 1 ENCLOSURES EXCEPT WHERE OTHERWISE NOTED ON PLANS. ALL NEW AND REPLACEMENT PANELS TO BE PROVIDED WITH NEW COVERS AS PER SPECIFICATIONS.

3. VERIFY CONDITION AND DIMENSIONS OF ALL BACKBOXES BEING REUSED. CONFIRM THAT THE SPECIFIED REPLACEMENT INTERIOR ASSEMBLY WILL FIR. AND NOTIFY THE COTR OF ANY DISCREPANCIES BEFORE ORDERING.

4. PROVIDE MLO PANELS WITH DOUBLE LUGS, AND MCB PANELS WITH THRU-FEED LUGS, WHERE REQUIRED TO FEED MULTIPLE SECTIONS OF THE SAME PANEL

5. ALL NEW AND REPLACEMENT PANELS SHALL HAVE A MINIMUM FULLY RATED INTERRUPTING CAPACITY OF 22,000 RMS SYMMETRICAL AMPERES, EXCEPT FOR PANELS "PPGN-A" & “PPGN-B" WHICH SHALL HAVE A MINIMUM RATING OF 35 000 A.LC.

8. ALL PANELS TO BE BOLT-ON CIRCUIT BREAKER TYPE PER SPECIFICATIONS. ALL PANELS SHALL BE PROVIDED WITH AN ENGRAVED LABEL ON FRONT COVER: LISTING PANEL DESIGNATION, VOLTAGE, AND UPDATED CATEGORY.

7. PROVIDE PANELS WITH SUFFICIENT CIRCUIT BREAKERS TO PROPERLY SUPPLY ALL EXISTING AND NEW BRANCH CIRCUITS. VERIFY REQUIREMENTS BEFORE ORDERING. DO NOT RELY EXCLUSIVLY ON PANEL SCHEDULES.

8. VERIFY THAT EXISTING CIRCUIT BREAKERS ONLY HAVE ONE CONDUCTOR ATTACHED. AND REPLACE WITH MULTIPLE CIRCUIT BREAKERS IF NECESSARY TO SEPARATE ANY VIOLATIONS NOTED.

9. SEE DETAILED PANEL SCHEDULES ON DRAWINGS E20 - E22 FOR ADDITIONAL PANEL REQUIREMENTS.

10. ALL PANELS SHALL BE PROVIDED WITH UPDATED, TYPEWRITTEN PANEL SCHEDULES; LISTING THE PANEL DESIGNATION. UPDATED CATEGORY. VOLTAGE. FEEDER SIZE AND SOURCE. AND ALL BRANCH CIRCUIT INFORMATION. VERIFICATION OF EXISTING BRANCH CIRCUITS NOT REQUIRED.
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